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SUMMARY OF NYISO INTERFACE LIMITS AND OPERATING STUDIES 
 

SEASONAL ASSESSMENTS  REPORT DATE  

THERMAL TRANSFER LIMIT ASSESSMENT  

SUMMER 2025 OPERATING STUDY 
 

OPST-S25 4/2025 
 

WINTER 2024-2025 OPERATING STUDY 
 

OPST-W24 10/2024 
 

VOLTAGE ASSESSMENT  REPORT DATE  

CENTRAL-EAST1  (IROL)  

LOSS OF ISONE SOURCE IMPACT ON CENTRAL EAST VC 
 

CEVC-02 12/2023 
 

Central-East Voltage Limit Study 
 

CEVC-24 9/2023 
 

UPNY-CONED1  (IROL)  

ALL LINES IN-SERVICE WITH SERIES REACTORS IN SERVICE 7700 UPCEVC-24 10/2024 
 

ALL LINES IN-SERVICE WITH SERIES REACTORS BYPASSED 8050 UPCEVC-24 10/2024 
 

STABILITY ASSESSMENT STABILITY 
LIMIT REPORT DATE 

 

TOTAL-EAST1  (IROL)  

ALL LINES IN SERVICE 7550 TE-23 9/2023  

5018 HOPATCONG-RAMAPO 500 KV O/S 6800 TE-23 9/2023  

5018 HOPATCONG-RAMAPO 500 KV O/S & SVC or STATCOM 
O/S 

6800 TE-23 9/2023  

EDIC – PRINCETOWN (351&352) 345 KV O/S 6150 TE-23 9/2023  

EDIC – PRINCETOWN (351&352) 345 KV & 5018 
HOPATCONG-RAMAPO 500 KV O/S 5400 TE-23 9/2023 

 

EDIC – PRINCETOWN (351&352) 345 KV & 5018 
HOPATCONG-RAMAPO 500 KV O/S & SVC or STATCOM O/S  5300 TE-23 9/2023 

 

UPNY-CONED1  (IROL)  

ALL LINES IN-SERVICE WITH IP2&3 OUT-OF-SERVICE AND 
SERIES REACTORS IN SERVICE 8400 UPCE-20 3/2020 

 

ALL LINES IN-SERVICE WITH IP2&3 OUT-OF-SERVICE AND 
SERIES REACTORS OUT-OF-SERVICE 9200 UPCE-20 3/2020 

 

  

https://www.nyiso.com/documents/20142/3691300/Summer2025-OperatingStudy-APPROVED.pdf/3aaa5eb6-9fa4-53b5-181a-189e3ac52fcb
https://www.nyiso.com/documents/20142/3691300/Winter2024-25%20Operating-Study-Report-APPROVED.pdf/43473858-276f-dcf9-ee2e-5ff519a76639
https://www.nyiso.com/documents/20142/3692791/Loss-of-ISONE-Source-FINAL-20231214.pdf/f9208f04-62e4-7669-e0b3-a424d33be1bf
https://www.nyiso.com/documents/20142/3692791/Central-East-Voltage-Limit-Study-2024-FINAL.pdf/bc44d4e0-7861-5e5a-8bd8-3e6a604e14ef
https://www.nyiso.com/documents/20142/3692483/UPNY-ConEd-VCAP-Limits-Report-2024-OC-Oct%2024-approved.pdf/81f0cb54-a751-9910-8d1d-86a00264c078
https://www.nyiso.com/documents/20142/3692483/UPNY-ConEd-VCAP-Limits-Report-2024-OC-Oct%2024-approved.pdf/81f0cb54-a751-9910-8d1d-86a00264c078
https://www.nyiso.com/documents/20142/3692388/TE-23-StabReport-OC-09-15-2023-Approved.pdf/b03ef116-aa5a-616d-9a5a-86f091e8e53d
https://www.nyiso.com/documents/20142/3692388/TE-23-StabReport-OC-09-15-2023-Approved.pdf/b03ef116-aa5a-616d-9a5a-86f091e8e53d
https://www.nyiso.com/documents/20142/3692388/TE-23-StabReport-OC-09-15-2023-Approved.pdf/b03ef116-aa5a-616d-9a5a-86f091e8e53d
https://www.nyiso.com/documents/20142/3692388/TE-23-StabReport-OC-09-15-2023-Approved.pdf/b03ef116-aa5a-616d-9a5a-86f091e8e53d
https://www.nyiso.com/documents/20142/3692388/TE-23-StabReport-OC-09-15-2023-Approved.pdf/b03ef116-aa5a-616d-9a5a-86f091e8e53d
https://www.nyiso.com/documents/20142/3692388/TE-23-StabReport-OC-09-15-2023-Approved.pdf/b03ef116-aa5a-616d-9a5a-86f091e8e53d
https://www.nyiso.com/documents/20142/3692388/TE-23-StabReport-OC-09-15-2023-Approved.pdf/b03ef116-aa5a-616d-9a5a-86f091e8e53d
https://www.nyiso.com/documents/20142/3692388/TE-23-StabReport-OC-09-15-2023-Approved.pdf/b03ef116-aa5a-616d-9a5a-86f091e8e53d
https://www.nyiso.com/documents/20142/3692388/TE-23-StabReport-OC-09-15-2023-Approved.pdf/b03ef116-aa5a-616d-9a5a-86f091e8e53d
https://www.nyiso.com/documents/20142/3692483/UPCE-20-StabReport-03-31-2020-FINAL.pdf/c1e312a8-6467-bf74-a4d3-fd53ea696c96
https://www.nyiso.com/documents/20142/3692483/UPCE-20-StabReport-03-31-2020-FINAL.pdf/c1e312a8-6467-bf74-a4d3-fd53ea696c96
https://www.nyiso.com/documents/20142/3692483/UPCE-20-StabReport-03-31-2020-FINAL.pdf/c1e312a8-6467-bf74-a4d3-fd53ea696c96
https://www.nyiso.com/documents/20142/3692483/UPCE-20-StabReport-03-31-2020-FINAL.pdf/c1e312a8-6467-bf74-a4d3-fd53ea696c96
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CENTRAL EAST STABILITY CONSTRAINTS1  (IROL) 

CENTRAL EAST STABILITY LIMITS FOR ALL LINES IN-SERVICE AND 
OUTAGE CONDITIONS  CE-23 9/2023 

ALL LINES IN-SERVICE 4050 CE-23 9/2023 

MSU-1 MASSENA-MARCY 765 KV O/S 3050 CE-23 9/2023 

UNS-18 MARCY-NEW SCOTLAND 345 O/S 3550 CE-23 9/2023 

14 EDIC - GORDON ROAD 345 KV O/S 3550 CE-23 9/2023 

55/361/362 PRINCETOWN – NEW SCOTLAND 345 KV O/S 4100 CE-23 9/2023 

371 PRINCETOWN – GORDON ROAD 345 KV O/S 3950 CE-23 9/2023 

351/352 EDIC – PRINCETOWN 345 KV O/S 3550 CE-23 9/2023 

MOSES-SOUTH1  (IROL) 

ALL LINES IN, 3 CHAT BANKS, 2 CHAT HVDC POLES I/S 3150 MS-14 1/2015 

ADDENDUM TO MOSES SOUTH STABILITY LIMITS ANALYSIS  MS-24 7/2024 

  

MOSES-NORTH1 

ALL LINES IN-SERVICE 1600 MN-2 2/1990 

ONE OR TWO MOSES-ADIRONDACK-PORTER 230 KV CKTS O/S 1600 MN-2 2/1990 

MSU-1 MASSENA-MARCY 765 KV O/S 1100 MN-2 2/1990 

NORTHERN EXPORT AND CEDARS IMPORT1  (IROL) 

ALL LINES IN-SERVICE WITH MSU1&7040 OUT-OF-SERVICE 1250/100 NX-19 9/2020 

ALL LINES IN-SERVICE WITH ST-LAWRENCE L33&34 PAR OUT-OF-
SERVICE 1000/10 NX-19 9/2020 

ALL LINES IN-SERVICE WITH MOSES-ADIRONDACK-PORTER MA1&2 
OUT-OF-SERVICE 1250/10 NX-19 9/2020 

ALL LINES IN-SERVICE WITH MOSES-MASSENA 230/765 kV 
MMS1&MMS2 TRANSFORMERS OUT-OF-SERVICE 850/100 NX-19 9/2020 

WEST-CENTRAL1 

ALL LINES IN-SERVICE 9999 DE/WC-14 11/2014 

https://www.nyiso.com/documents/20142/3693941/Central-East-Stability-Limit-Report-CE-23-OC.pdf/aa478d43-e685-35f9-88e0-0711dd4463ab
https://www.nyiso.com/documents/20142/3693941/Central-East-Stability-Limit-Report-CE-23-OC.pdf/aa478d43-e685-35f9-88e0-0711dd4463ab
https://www.nyiso.com/documents/20142/3693941/Central-East-Stability-Limit-Report-CE-23-OC.pdf/aa478d43-e685-35f9-88e0-0711dd4463ab
https://www.nyiso.com/documents/20142/3693941/Central-East-Stability-Limit-Report-CE-23-OC.pdf/aa478d43-e685-35f9-88e0-0711dd4463ab
https://www.nyiso.com/documents/20142/3693941/Central-East-Stability-Limit-Report-CE-23-OC.pdf/aa478d43-e685-35f9-88e0-0711dd4463ab
https://www.nyiso.com/documents/20142/3693941/Central-East-Stability-Limit-Report-CE-23-OC.pdf/aa478d43-e685-35f9-88e0-0711dd4463ab
https://www.nyiso.com/documents/20142/3693941/Central-East-Stability-Limit-Report-CE-23-OC.pdf/aa478d43-e685-35f9-88e0-0711dd4463ab
https://www.nyiso.com/documents/20142/3693941/Central-East-Stability-Limit-Report-CE-23-OC.pdf/aa478d43-e685-35f9-88e0-0711dd4463ab
https://www.nyiso.com/documents/20142/3693941/Central-East-Stability-Limit-Report-CE-23-OC.pdf/aa478d43-e685-35f9-88e0-0711dd4463ab
https://www.nyiso.com/documents/20142/1411640/MS-14%20Report_12092014_-FINAL.pdf/36b0d5e8-60cb-9e07-26b8-e5c4e3ffd0bf
https://www.nyiso.com/documents/20142/1411640/MS-24-StabReport-OC-07-18-2024-Approved.pdf/1c512118-6ef0-2092-5653-2f2807d3e380
https://www.nyiso.com/documents/20142/3693957/MN-2-2.pdf/cf1efa39-26f0-225c-7352-67b9d7b439e1
https://www.nyiso.com/documents/20142/3693957/MN-2-2.pdf/cf1efa39-26f0-225c-7352-67b9d7b439e1
https://www.nyiso.com/documents/20142/3693957/MN-2-2.pdf/cf1efa39-26f0-225c-7352-67b9d7b439e1
https://www.nyiso.com/documents/20142/7321461/Northern-Export-and-Cedars-Import-Stability-Limit-Report-Final-OC-Approved.pdf/12e2c04a-1243-d6e3-5e88-018d083de111
https://www.nyiso.com/documents/20142/7321461/Northern-Export-and-Cedars-Import-Stability-Limit-Report-Final-OC-Approved.pdf/12e2c04a-1243-d6e3-5e88-018d083de111
https://www.nyiso.com/documents/20142/7321461/Northern-Export-and-Cedars-Import-Stability-Limit-Report-Final-OC-Approved.pdf/12e2c04a-1243-d6e3-5e88-018d083de111
https://www.nyiso.com/documents/20142/7321461/Northern-Export-and-Cedars-Import-Stability-Limit-Report-Final-OC-Approved.pdf/12e2c04a-1243-d6e3-5e88-018d083de111
https://www.nyiso.com/documents/20142/7321461/Northern-Export-and-Cedars-Import-Stability-Limit-Report-Final-OC-Approved.pdf/12e2c04a-1243-d6e3-5e88-018d083de111
https://www.nyiso.com/documents/20142/7321461/Northern-Export-and-Cedars-Import-Stability-Limit-Report-Final-OC-Approved.pdf/12e2c04a-1243-d6e3-5e88-018d083de111
https://www.nyiso.com/documents/20142/7321461/Northern-Export-and-Cedars-Import-Stability-Limit-Report-Final-OC-Approved.pdf/12e2c04a-1243-d6e3-5e88-018d083de111
https://www.nyiso.com/documents/20142/1394656/DE_WC_Stability_Limit_Report_final-1.pdf/70c6ad45-90d3-f5a8-a72b-e9fbd534202c
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DYSINGER-EAST1  (IROL) 

ALL LINES IN-SERVICE 3200 DESE-21 10/2021 

NYISO-PJM1 

ALL LINES IN-SERVICE 3600 NP-22 10/2022 

PJM-NYISO1 

ALL LINES IN-SERVICE 4250 NP-22 10/2022 

NYISO-IESO1  (IROL) 

ALL LINES IN-SERVICE 2500 NOH-1 10/1993 

IESO-NYISO1  (IROL) 

ALL LINES IN-SERVICE 2500 NOH-1 10/1993 

WESTERN NY EXPORT1  (IROL) 

TWO/THREE NIAGARA-BECK TIES OUT-OF-SERVICE 1100 WEX-21 10/2021 

ALL FOUR NIAGARA-BECK TIES OUT-OF-SERVICE 1000 WEX-21 10/2021 

NYISO-ISO-NE1  (IROL) 

ALL LINES IN-SERVICE 2200 NE-20 4/2020 

ISO-NE-NYISO1  (IROL) 

ALL LINES IN-SERVICE 2200 NE-20 4/2020 

OSWEGO EXPORT LIMIT1  (IROL) 

ALL-LINES-IN-SERVICE (SEASONAL LIMIT) 5300 OE-24 12/2024 

CEDARS EXPORT LIMIT 

 NYISO CEDARS – DENNISON INTERFACE THERMAL TRANSFER LIMIT 
EXPORT LIMIT1 

 HQNY-24 5/2024 

1. Transfer limits for various equipment outages can be found in the reports. 

 

https://www.nyiso.com/documents/20142/1399525/DYSE-21-StabReport-OC-APPROVED.pdf/f3396fda-b73b-3616-0a4d-cabba9e06b31
https://www.nyiso.com/documents/20142/3694023/NP-22-NY-PJM-JointStabilityAnalysis-Approved-OC-10-13-2022.pdf/3b35120a-3e5b-eb6e-d704-946f7df57ce1
https://www.nyiso.com/documents/20142/3694023/NP-22-NY-PJM-JointStabilityAnalysis-Approved-OC-10-13-2022.pdf/3b35120a-3e5b-eb6e-d704-946f7df57ce1
https://www.nyiso.com/documents/20142/3694079/NYPP-OH_1993.PDF/dde9a16e-83de-5da7-2a1e-9b76c5cc7d74
https://www.nyiso.com/documents/20142/3694079/NYPP-OH_1993.PDF/dde9a16e-83de-5da7-2a1e-9b76c5cc7d74
https://www.nyiso.com/documents/20142/3694178/WEX-21-StabReport-FINAL-OCAPPROVED.pdf/485df5a7-c02c-23f6-492b-e6a1578db686
https://www.nyiso.com/documents/20142/3694178/WEX-21-StabReport-FINAL-OCAPPROVED.pdf/485df5a7-c02c-23f6-492b-e6a1578db686
https://www.nyiso.com/documents/20142/3694233/NY-NE-Stability-Analysis-FINAL.pdf/8be950c7-6e2e-1a75-c232-7d0c0d7839d1
https://www.nyiso.com/documents/20142/3694233/NY-NE-Stability-Analysis-FINAL.pdf/8be950c7-6e2e-1a75-c232-7d0c0d7839d1
https://www.nyiso.com/documents/20142/3694396/OE-24-StabReport-OC-12-12-2024-Approved.pdf/75194455-b237-789f-c74f-68244dcbc0b8
https://www.nyiso.com/documents/20142/44794322/HQ-NY-Cedars-Export-Limit.pdf/560da63e-38e2-7488-4e7b-bfde8d805b96
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